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UTILITY INFORMATION SUMMARY

WATER

SUPPLIER - MOHAWK VALLEY WATER AUTHORITY

EXISTING FACILITIES - 24" MAIN ALONG MARCY-SUNY PARKWAY AND 8" MAIN ALONG EDIC ROAD WITH THREE (3) 8"

SERVICES EXTENDED INTO SITE WITH METER AND RPZ BACKFLOW PREVENTION.

FLOW RATE - 24" MAIN DESIGNED TO DELIVER 6 MGD FROM MVWA TRANSMISSION MAINS NORTH OF SITE

GRADIENT - 862 USGS NORTH OF PRV PIT AND 689 USGS SOUTH OF PRV PIT

REDUNDANCY - CONNECTION CAN BE PROVIDED TO MVWA TRANSMISSION LINES WEST OF MORRIS ROAD

PROPOSED FACILITIES - EXTENSION OF 24" MAIN ALONG RING ROAD TO AMS SITE

SEWER

SUPPLIER - TOWN OF MARCY/ONEIDA COUNTY

EXISTING FACILITIES - 24" MAIN ALONG MARCY-SUNY PARKWAY AND SOUTHERN PORTION OF RING ROAD WITH

AND 8" LATERAL EXTENDED INTO SITE FROM CENTRAL SITE ACCESS.

CAPACITY - 9.7 MGD

REDUNDANCY - NONE

PROPOSED FACILITIES - EXTENSION OF 24" MAIN ALONG RING ROAD TO AMS SITE

GAS

SUPPLIER - NATIONAL GRID

EXISTING FACILITIES - 4" PLASTIC MAIN ALONG EDIC ROAD AND 4" STEEL MAIN ALONG MORRIS AND HAZARD

ROADS.

PRESSURE - 35 PSI

REDUNDANCY - NONE

PROPOSED FACILITIES - EXTENSION OF 12" STEEL 80 PSI MAIN ALONG RING ROAD TO AMS SITE FROM 8" STEEL

MAIN LOCATED ON SCHUYLER STREET IN UTICA.
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